8"x2'xI6" SOLID CAP.

DEEP CUT BOND BEAM 8'x8'xI6"
SOLID WITH REINF. BAR ® 4 BEND
INTO CORNERS.

8'x8"xl6" C.M.U. MAG. SEC. 775

STANDARD JOINT DUR-O-WALL:
WIRE @ I6" 0.C.

COLOR, TEXTURE, MATERIAL OF
ENCLOSURE TO MATCH BLDG'S.
VERTICAL REINF. (R) GROUT
CELLS WITH REINF. BARS SOLID.

Y2 PREMOLDED JOINT FILLER.

6" CONC. SLAB REINFORCED
WITH 6'x6" - .4W -

4.98 WIRE FABRIC,

L.4W

)
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\WROUGHT- IRON_ GATE - ......
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PROPER CLEANING METHODS

ARE TO BE USED TO PREVENT
THE DISCHARGE OF WASH WATER
INTO PUBLIC STORM DRAIN
SYSTEM. PLEASE CONTACT THE
CITY OF TEMPE ENVIRONMENTAL
DIVISION AT 480-350-2678

FOR A LIST OF BEST MANAGEMENT
PRACTICES THAT WILL HELP YOUR
FACILITY COMPLY WITH
ENVIRONMENTAL REGULATIONS.

EE
AN |

c:\ds117.dgn Dec. 04, 2003 08:24:39 City of Tempe - Do not reproduce

SOLID GROUT BELOW GRADE. — VII \|| \|_ ‘lN & DRIVING
wwﬁ. B /I Nl & s o Alf%zozL AREA
6 COMPACTED S
ABC _.Im.-o. MIN. 120" MIN. ||||o_
u-
SECTION A-A SMALL COMPACTOR ENCLOSURE.
NOTES:
#*
_ &\ L~""€ 4 DIA. SCH. 40 STL. PIPE -CONSTRUCT ENCLOSURE PER M.A.G. SECTION 5I0. TABLE * 1
_.%w_cn m._wohn m_..wwq__ﬂo. -4 DIA. SCH. 40 STL. PIPE GUARD POSTS SHALL RECEIVE A ZINC H " B R c
] o - CONG CHROMATE PRIME COAT AND 2 COATS FLAT MATTE PAINT
f— 'C* —
H 2 TO MATCH ENCLOSURE. oo - PYTREN PSP Epn
3 -ALL INTERIOR PAD DIMENSIONS ARE MINIMUMS.
- P 7-0' 2* 24' (o5 @ 48" 14°
-WALL HEIGHT PREDETERMINED BY COMPACTOR HEIGHT (6'-0" MIN.) pvare - PYTRI g p—
1 _ P 3 -FINAL LOCATION & ORIENTATION TO BE DETERMINED BY THE CITY. P 2 28 |6 & 48" 18"
.._J /Dt | s CONC. -CONCRETE ~ fg =3,000 ps! -0 | 12* 30' [%6 o 48] IT*
iy | ABC -REINFORCING f, =60,000 pal
_ . 12" DIA. CONC. FTG. fs =24,000 psl
— - #.u. 24° DEEP. NASONRY £ =500 pel
i
SECTION B-B APPROVED: ST ENGEER —saTE—
q CITY OF TEMPE
SMALL COMPACTOR REFUSE AREA DETAIL
PUBLIC WORKS DEPARTMENT REVISED 2003






